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Memorandum for General RFP Configuration

To:
Vendors with a Valid Response to RFP 3360 and 3414 for Inside/Outside Cabling

 FILLIN "Enter the recipient's name." \* MERGEFORMAT 
From:
David L. Litchliter FILLIN "Enter any cc: recipients." \* MERGEFORMAT 
Date:
January 12, 2005 FILLIN "Enter the date in long format (ex.  September 30, 2002)." \* MERGEFORMAT 
Project Number: 
34566 & 35493 FILLIN "Enter the project number." \* MERGEFORMAT 
Contact Name:
Jeff Jennings, RCDD FILLIN "Enter the contact name." \Title\* MERGEFORMAT 
Contact Phone Number: 
601-359-2381 FILLIN "Enter the contact phone number." \* MERGEFORMAT 
Contact E-mail Address:
jjennings@its.state.ms.us FILLIN "Enter the contact e-mail address." \* MERGEFORMAT 

A mandatory site visit will be conducted at the Mississippi University for Women (MUW) in Columbus, MS, on Tuesday, January 18, 2005, at 10:00 a.m. for the purpose of discussing wiring requirements for the communications cabling at South Callaway Hall and Martin Hall on the campus of MUW.  We will meet at McDevitt Hall on the MUW campus in Columbus, MS.  Please contact Jeff Jennings with ITS at (601) 359-2381 for directions.  Detailed drawings will be provided at the site visit and vendors will receive a Letter of Configuration after the site visit in order to submit proposals for the installation of cabling based on the specifications summarized below.  The anticipated release date of this Letter of Configuration is Thursday, January 20, 2005.

Summary of Work:

1. South Callaway Hall

1.1 Vendor must provide and install 12 strands of MM fiber and 6 strands of SM fiber from the MDF at Welty Hall to South Callaway Hall. (Room 303) on the 3rd Floor.

1.2 Vendor must provide and install 139±20 non-plenum CAT6 data drops and 86±10 non-plenum CAT6 voice drops.  All data drops must be terminated in CAT6 patch panels and all voice drops must be terminated to 110 blocks in the MDF (Room 303).

2. Martin Hall

2.1 Vendor must relocate and terminate 12 strands of MM fiber and 6 strands of SM fiber from outside Martin Hall to the MDF (Room 320) on the 3rd through an existing 4” conduit.  The existing cable was pulled out of the building before renovation.

2.2 Vendor must provide and install 165±20 non-plenum CAT6 data drops and 184±20 non-plenum CAT6 voice drops.  All data drops must be terminated in CAT6 patch panels and all voice drops must be terminated to 110 blocks in the MDF (Room 320).

This is the only notification you will receive.  Vendors not present for this vendors’ site visit will not be eligible to respond to the Letter of Configuration.  Any questions regarding this memorandum should be directed to Jeff Jennings with ITS at (601) 359-2381 or via e-mail at jjennings@its.state.ms.us.

Board Members – David G. Roach, Chairman ( Stephen A. Adamec, Jr., Vice-Chairman ( Derek Gibbs ( John Hairston ( Cecil L. Watkins

Legislative Advisors – Representative Gary V. Staples ( Senator Billy Thames
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